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for  the  cooling  effect.  Cooling  effect  with  Natural  convection  it  is  can  be  applied  in  the  electricity 
technical  field,  transmission channel,  transformator, current rectifier, and strand of metal  that heated 
with electrics like is filament fluorescant lamp or element of electrics oven heater. 
 
This  research aim  is    to know great of natural convection heat  transfer coefficient at plate as 
angle  function with  heat  part  side  to  bottom    and    to  compare    coefficient  value  theoretically with 
experimental  result,  then must be made a  testing  tool  that  is  tool of    test  in natural convection heat 
transfer at  flat plate that was  heated from upper direction  using heater element next given axis at one 
of side so plate position can be arranged in accordance with desired inclination angle.     
                   
The result of this research in several  testing with different power  used 50 Watts, 75 Watts and 






















terutama  untuk  pendinginannya.  Dalam  bidang  teknik  listrik,  saluran  transmisi,  transformator, 
penyearah  arus, dan  kawat  yang dipanaskan dengan  listrik  seperti  filament  lampu pijar  atau  elemen 
pemanas tanur listrik didinginkan dengan konveksi  
Dalam penelitian ini ingin diketahui besarnya koefisien perpindahan panas konveksi alami pada 
plat  sebagai  fungsi  sudut dengan muka panas menghadap bawah dan membandingkan nilai koefisien 
hasil  teoritis dengan hasil eksperimental, maka perlu dibuat alat pengujian yaitu alat uji perpindahan 
panas  secara  konveksi  alami  pada  plat  rata  yang  dipanaskan  dari  arah  atas  dengan  menggunakan 
elemen pemanas yang kemudian di berikan poros pada salah satu sisi sehingga posisi plat bisa diatur 
sesuai dengan sudut kemiringan yang diinginkan.  
Hasil yang diperoleh dari beberapa kali pengujian dengan daya yang berbeda yaitu 50 Watt, 75 
Watt dan 100 Watt adalah nilai koefisien perpindahan panas konveksi alami terbesar terjadi pada sudut 
00 pada daya 100 Watt sebesar 13,3  W/m2 0C dan yang terkecil terjadi pada sudut 900 dengan daya 50 
Watt sebesar 4,39 W/m2 0C. Nilai konstanta C sebesar  5x10‐06dan m sebesar 6,261 pada bidang vertikal, 
pada bidang horizontal C sebesar 9x10‐12dan m sebesar 12,79 dan C sebesar 1x10‐08 dan m sebesar 9,126 
pada posisi bersudut. 
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